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KEYED NOTES 

DUCTWORK ON ROOF. REFER TO DETAIL 2/MP3J. 

WALL-MOUNTED THERMOSTAT AT 48" AFF, UNDER LOCKABLE, HEAVY-DUlY 
STEEL COVER. 

PROVIDE 1 /2"¢ CONDUIT FOR THERMOSTAT CONTROL WIRING, EMBEDDED IN 
CMU WALL, FROM 48" AFF TO THE ROOF. FURNISH PULL CABLES, ETC. 

6"¢ DUCT UP THRU ROOF TERMINATE WITH ROOF RAIN CAP. 

BOTTOM OF DIFFUSER TO BE APPROXIMATELY AT THE LEVEL OF B01TOM OF 
ROOF JOISTS, 

WALL MOUNTED THERMOSTAT AT 48" AFF. MOUNT UNDER LOCKABLE CLEAR 
COVER. 

PROVIDE VOLUME DAMPER IN DIFFUSER'S THROAT, CONTROLLED FROM THE FACE 
CF DIFFUSER. 
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BY MECH. CONTR. 

PROVIDED & INSTALLED 
BY ELECT. CONTR. 

1. SET TIME CLOCK TO OPERATE ALL (5) AC UNITS AND EXHAUST FAN EF-i 
DURING NORMAL BUSINESS HOURS. 

2. TIME CLOCK TO BE WIRED BY ELECTRICAL CONTRACTOR. 
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RUN NEW WASTE LINES WITH MINIMUM SLOPE OF 1/4"/LF, 

3"~ RAIN WATER LEADER EXPOSED, PROVIDE VIALL CLAMPS AS REQUIRED (MAX. 8-FT. 
ON CENTERS). SEE ARCHiTECTURAL PLANS, DETAILS 3/A8,01 AND 4/AB.01. 

MOUNT "OR HANDICAPPED ACCESS. REFER TO ARCHITECTURAL DRAWINGS. 

DETERMINE SIZE OF REQUIRED GAS LINE, FROM POINT OF CONNECTION AND TO INSIDE 
JAN. CLOSET #113, BASED ON AVArLABLE GAS PRESSURE - COORDINATE AND VERIFY 
WITH PG&E, TOTAL REQUIRED GAS LOAD ~1,000 CFH. 

PRESSURE REDUCING VALVE KS REQUIRED TO LOWER GAS PRESSURE TO 11 INCHES OF 
WATER COLUMN. 3" GAS RISER UP THRU ROOF, WITH SHLJT-OFF VALVE. 

OVERFLOW STORM DRAIN LINE TO TERMiNATE WITH ,A NOZZLE AT 6" AFF. DOWNS 0 0UT 
NOZZLE ShALL BE ZURN MODEL Z-199 OR EQUAL. REFER TO DETAIL 5/A8.D1. 

WALL HYDRANT MOUNTED AT 18" ABOVE GRADE. 

CONNECT WKSTE AND COLD WATER LINES FROM CUSPIDOR TO ADJACENT WATER COOLER. 

INSTANT WATER HEATER MOUNTED ON WALL, BELOW COUNTER. 

1-1/2" VENT AND !/2"CVI INSIDE CMU BLOCKS. INSTALL 0 RIOR TO FILLING CMU WITH 
CONCRETE, COAT AND WRAP PIPES INSIDE CMU WALL TO PREVENT RUSTING. 

HANG LAVATORIES ON CMU VIALL, SLEEVE PIPES THROUGH CMU TO STUD WALL BEHIND, 

CONNECT NEVI FIRE WATER LINE TO EXISTING 8"¢ FIRE LINE ON NORTH SIDE OF THE 
BUILDING. SIZE OF LINE TO BE DETERMINED BY DESIGN-BUILD CONTRACTOR. 

J 

FLOOR PLAN - TOILET ROOMS 2 @ PROPOSED LOCATION FOR FIRE DEPARTIJENT CONNECTION AND WATER GONG, P. Iv. 
Ti--! 10 Ll.w. flP..G 06t'2-I/IG£ IC;, .t7f;ff8-P.E.D A.Pf\'<...,:_-,Vk__ ~ ~-,\.-.loWN F~Vl-- INFc\Wt\Ac]~ 

SCALE• 1/4'•f-O' MP2. 6t-.!L---f, ':)LIB(~IT fl-AN) 
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CONDENSATE DRAIN PIPING SHALc BE '.:OPPER TYPE "M" D'IN PIPE, PER SECTION 
15400_ 

PRCVJDE SUPPORTS FOR HORIZONTAL GAS AND CONDENSATE PIPING PER 
1994, TABLE 3-1. 
CONDENSATE (COPPER): 

GAS (STEEL): 
1-1 /2"~ & SMALLER - 6 FEET ON CENTERS 
1 /2"~ - 6 F'.::ET ON CENTERS 
3/4"0 & 1"¢ - 8 FEET ON CENTERS 
1-1 / 4 "0 & LARGER - 10 FEET ON CENTERS 

UPC 

1 
--------------------------------------1------

MP2.3 
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0 
© 
0 
0 
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KEYED NOTES 
RAIN VINER LEADER FROM HIGH ROOF DOWN TO UNDERGROUND, FOR CONTINUATION 
SEE MP2.2. 

PRO~DE WIRE STRAINER (GUARD) OR CAST IRON DOME FOR ALL RAIN WATER LEI\DERS 
AT GUTTERS - TYPICAL FOR ALL-

RAIN WATER LEADER TO SPILL ON LOW ROOF - SEE ARCh:TECTURAL DRAWINGS, 

CONDENSATE DRAIN LiNE TC TERMiNATE INTO ROOF DRAIN GUTTER WITH DOWNTURN 
ELBOW AND SPILL 

DUCT SMOKE DETECTOR ON SUPPLY DUCT PLENUM, IN WEATHERPROOF COVER, REFER 
TO DETAIL 3/MP3.1 _ 

FIELD-iNSTALLED POWER EXHAUSTER, PROVIDE ALL REQUIRcD FIELD ASSEMBLING, WIRING 
AND INTERCONNECTIONS. 

RAIN WATER LEADER FROM LOW ROOF TO UNDERGROUND_ FOR CONTINUATION SEE 
MP2_2. REFER TO ARCHITECTURAL DET/>JLS ON AB.01 FOR RAIN WATER LEADERS 
INSTALLATION_ 

7 

® REFER TO ARCHITECTURAL DETAIL 15/AB-02 FOR CURB AT ROOFTOP UNITS. 

All drawings and written materiel appearing herein constitute original and unpublished work of the 
Architect/Engineer and may not be duplicated, used or disclosed without consent of Architect/Engineer. 
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